INVITATION TO BID BIDS WILL BE PUBLICLY OPENED:

STATE OF LOUISTANA

ADDENDUM
FEB 09,2010 02:00 PM

LA DEPT OF PUBLIC SAFETY & CORRECT

HQ-PURCHASING PURCHASING AGENCY NO.: 400PUR

=====> VENDOR NO. :
SOLICITATION : 2238269
FILE NO.

OPENING DATE : 02/09/10 RETURN BID TO

— 02:00 PM
VENDOR NAME AND ADDRESS 2238269 02/09/10
=——===>
HQ-PURCHASING
PURCHASING/CORRECTIONS SERVICES
P.0. BOX 94304
504 MAYFLOWER STREET
BATON ROUGE, LA 70804-9304
BUYER :  KIM TOWNLEY
BUYER PHONE 1 (225) 342-6596
DATE ISSUED : 01/26/10
- FoLb REQ. AGENCY : 409000
- DIXON CORRECTIONAL INSTITUTE
FILL IN VENDOR NUMBER (FEIN), NAME AND AGENGY REQ A T 0500652
ADDRESS ABOVE, BEFORE SUBMITTING BID. ISIS REQ. NO. 1329559

VENDOR PHONE H
FISCAL YEAR 10
CLASS/SUBCLASS : 93634
SCHEDULED BEGIN DATE : 00/00/00
SCHEDULED END DATE - 00/00/00
T-NUMBER :

FIRE ALARM SYSTEM UPGRADE - DCI

CAPITOL OUTLAY #08-400-03B-01 PART 2

ADDENDUM #03 DATE ISSUED:2/3/10

THE ABOVE REFERENCED SOLICITATION HAS BEEN REVISED.
SPECIFICATIONS FOR LINE ITEM 1 CURRENTLY READS:

THE FOLLOWING EXISTING EQUIPMENT IS TO BE RE-USED AND CONNECTED TO
THE NEW EQUIPMENT:

- HORN

- STROBES. (VISUAL ONLY)

- HORN STROBES. (AUDIO VISUAL)

RC-1 LCD ANNUNICIATOR / CONTROLLER

- DIGITAL ALARM COMMUNICATOR

- ADDRESSABLE MONITOR MODULE

(FLOW AND TAMPER) FOLD->
- REMOTE RELAY WITH BOXES

- ADDRESSABLE CONTROL MODULES
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NOTE: NEW SYSTEM MUST BE COMPATIBLE WITH THE REUSABLE EQUIPMENT
AND ACCESSORIES LISTED ABOVE.

BRANDS AND MODELS :
EST I064 ADDRESSABLE FIRE ALARM PANEL WITH BATTERY BACKUP OR EQUAL
EST BPS 10A BOOSTER POWER PANEL WITH BATTERY BACKUP OR EQUAL
EST SIGA-PS ADDRESSABLE SMOKE SENSORS WITH BASE OR EQUAL
EST SIGA-DS ADDRESSABLE DUCT SMOKE SENDORS WITH SAMPLING TUBE
OR EQUAL
SIGA-278 ADDRESSABLE PULL STATIONS OR EQUAL
SIGA-CT1 ADDRESSABLE MONITOR MODULES OR EQUAL
SIGA-CT2 ADDRESSABLE DUAL MONITOR MODULES OR EQUAL

ER:

FAX NUMBER:
TITLE DATE

SIGNATURE OF BIDDER
(MUST BE SIGNED)




SOLICITATION AMENDMENT TEXT INVITATION TO BID

NUMBER: 2238269 BIDDER: PAGE
OPEN DATE: 02/09/10 TIME: 02:00 PM
T-NUMBER: 2

**% SPECIFICATIONS FOR LINE ITEM 1 CHANGED TO READ:

THE FOLLOWING EXISTING EQUIPMENT IS TO BE RE-USED AND CONNECTED TO
THE NEW EQUIPMENT:

1 - HORN
22 - STROBES. (VISUAL ONLY)
8 - HORN/STROBES. (AUDIO VISUAL)
1 - DIGITAL ALARM COMMUNICATOR
3 - REMOTE RELAY WITH BOXES (AIR HANDLERS-SINGLE CIRCUIT)

NOTE: NEW SYSTEM MUST BE COMPATIBLE WITH THE REUSABLE EQUIPMENT
AND ACCESSORIES LISTED ABOVE.

BRANDS & MODELS TO BE REPLACED WITH, OR EQUAL TO:

(1) EST I064 ADDRESSABLE FIRE ALARM PANEL WITH BATTERY BACKUP

OR EQUAL
(1) EST BPS 10A BOOSTER POWER PANEL WITH BATTERY BACKUP
OR EQUAL
(3) EST SIGA-PS ADDRESSABLE SMOKE SENSORS WITH BASE
OR EQUAL
(4) EST SIGA-DS ADDRESSABLE DUCT SMOKE SENSORS WITH SAMPLING TUBE
OR EQUAL
(8) SIGA-278 ADDRESSABLE PULL STATIONS
OR EQUAL
(3) SIGA-CT1 ADDRESSABLE MONITOR MODULES (HOODS)
OR EQUAL
(2) SIGA-CT2 ADDRESSABLE DUAL MONITOR MODULES (FLOW & TAMPER)
OR EQUAL
(3) SIGA-CCl ADDRESSABLE CONTROL MODULES
OR EQUAL
(1) RC-1 LCD ANNUNICIATOR / CONTROLLER
OR EQUAL

SPECIFICATIONS FOR LINE ITEM 2 CURRENTLY READS:
THE FOLLOWING EXISTING EQUIPMENT TO BE RE-USED:

1 - STROBE
13 - HORN/STROBE

1 - FLOW SWITCH
- TAMPER SWITCH
RADIONICS COMMUNICATOR
- TRANSMITTER
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NOTE: NEW SYSTEM MUST BE COMPATIBLE WITH THE REUSABLE EQUIPMENT AND
ACCESSORIES LISTED ABOVE.

BRANDS AND MODELS :

FSP1004RD CONVENTIONAL FIRE ALARM PANEL WITH BATTERY BACKUP
OR EQUAL

ECU30-3 SMOKE DETECTORS WITH BASE
OR EQUAL

2788-1320 PULL STATIONS OR EQUAL

DUCT DETECTORS OR EQUAL

**%* SPECIFICATIONS FOR LINE ITEM 2 CHANGED TO READ:

THE FOLLOWING EXISTING EQUIPMENT IS TO BE RE-USED AND CONNECTED TO
THE NEW EQUIPMENT:

1 - STROBE
13 - HORN/STROBE
1 - FLOW SWITCH




SOLICITATION AMENDMENT TEXT INVITATION TO BID

NUMBER: 2238269 BIDDER: PAGE
OPEN DATE: 02/09/10 TIME: 02:00 PM
T-NUMBER: 3

1 - TAMPER SWITCH
1 - TRANSMITTER

NOTE: NEW SYSTEM MUST BE COMPATIBLE WITH THE REUSABLE EQUIPMENT AND
ACCESSORIES LISTED ABOVE.

BRANDS & MODELS TO BE REPLACED WITH, OR EQUAL TO:

(1) FSP1004RD CONVENTIONAL FIRE ALARM PANEL WITH BATTER BACKUP
OR EQUAL
(35) ECU30-3 SMOKE DETECTORS WITH BASE
OR EQUAL
(3) 2788-1320 PULL STATIONS
OR EQUAL
(9) DUCT DETECTORS
OR EQUAL

ALL OTHER SPECIFICATIONS SUBMITTED ON ORIGINAL BID WILL REMAIN THE
SAME FOR LINE ITEMS 1 AND 2.

THIS ADDENDUM IS HEREBY MADE AN OFFICIAL PART OF THE ORIGINAL
SOLICITATION AND SHOULD BE SIGNED AND RETURNED AS PART OF YOUR BID
EVEN IF YOU ARE NOT MAKING ANY REVISIONS TO YOUR ORIGINAL BID.

IF YOU HAVE ALREADY RETURNED YOUR BID, PLEASE FAX THE SIGNED
AND DATED ADDENDUM TO 225.342.6593 PRIOR TO THE BID OPENING
DATE AND TIME.

FAILURE TO RETURN THIS SIGNED ADDENDUM MAY CAUSE YOUR BID TO BE
DISQUALIFIED.




